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 Abstract—The brushless doubly-fed induction generator 
(BDFIG) in standalone mode is sensitive to unusual 
working situations, particularly unbalanced and nonlinear 
loads. The unbalanced and nonlinear loads can cause 
significant unbalance and distortion for voltage and current 
of the power winding (PW). In PW voltage under nonlinear 
and unbalanced loads, the component of negative 
sequence represents the unbalance influence, and the 5th 
and 7th harmonics components represent the nonlinear 
influence. To address these issues, the dual-resonant 
controller (DRC) is employed to reduce the unbalance and 
nonlinear influences of PW voltage via generating the 
reference command of control winding (CW) voltage which 
compensate the negative sequence component and 5th and 
7th harmonic components of PW voltage through the 
machine side converter (MSC). The experimental and 
simulation tests are applied to check the effectiveness of 
the proposed strategy.  
 
Index Terms— Brushless doubly-fed induction generator 
(BDFIG), dual-resonant controller (DRC), nonlinear load, 
standalone operation, unbalanced load. 
 
NOMENCLATURE 
 Angular speed. 
p    Pole pair.  
i, u, φ Current, voltage and flux vectors. 
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L, R, M Self-inductance, resistance, and mutual 
inductance. 
s Differential operator. 
F General electrical vector representing 
voltage, flux, or current vector. 
Subscripts   
c, p, r  Control winding, power winding, and 
rotor.  
+, - Positive and negative sequences. 
3, 5, 7 3rd, 5th, and 7th harmonic components. 
Superscripts  
+, - Positive and negative frames. 
3, 5, 7 3rd, 5th, and 7th harmonic frames. 
I. INTRODUCTION 
The brushless double-fed induction generator (BDFIG) is 
expected to be one of leading machines in the coming years for 
standalone generation mode, this is due to the particular design 
structure without brushes and slip rings that make the machine 
more durable and reliable [1], [2]. The three different parts 
which are called stator power winding (PW), stator control 
winding (CW) and the distinguishing rotor are represented the 
main composition of BDFIG [3], [4]. Fig. 1 depicts the 
simplified scheme of BDFIG in standalone mode. 
 
Fig. 1. Simplified scheme of BDFIG in standalone mode. 
In the grid mode, control strategies aim to guarantee the 
generation of active and reactive power under usual or unusual 
working situations [1]-[6]. And, in the standalone mode, control 
strategies aim to guarantee stability of magnitude and frequency 
of PW voltage under usual [7]-[10] or unusual working 
situations [14]-[17]. Under usual circumstances, a scalar control 
has been presented in [7], the feature of which is the low 
implementation cost. For vessels generator systems, authors in 
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[8] adopted three various controllers to set the amplitude and 
frequency of PW voltage and the amplitude of CW current. In 
[9], numerical frequency domain controller has been adopted to 
avoid the complicated aberrations to obtain more accurate 
design consequences of BDFIG. For developing inner current 
loops in BDFIG, decoupling network has been presented 
without the rotor position data, which can decrease the number 
of sensors and consequently reduce the cost of the system [10]. 
There are many unusual operating situations which occur 
with the BDFIG. This paper focuses on two unusual situations 
which would occur when the BDFIG works under unbalanced 
and nonlinear loads in the standalone mode. Under the 
unbalanced load, the negative sequence component exists in the 
system, and the PW voltage becomes unbalanced. Under the 
nonlinear load, the PW voltage becomes distorted, containing 
odd harmonic components with frequencies of 6n±1 (n=1, 2,...) 
multiples of the PW frequency. Either of nonlinear or 
unbalanced loads lead to deteriorating the connected normal 
loads, which can cause failure of electrical devices. As a result, 
the BDFIG stator windings may be exposed to internal heating, 
high current, and torque pulsation, which may decrease the 
lifetime of BDFIG [11]-[13].  
In [14], for vessels generator systems, the compensator of 
PW voltage has been adopted to address unbalance case in PW 
voltage. The compensator of PW voltage can generate three-
phase CW voltage in negative frame to minimize the 
unbalanced influence of PW voltage. The drawback of this 
method is the tendency to use many feedback quantities as well 
as many filters. As a result, the system becomes expensive and 
difficult to implement. In [15], the compensator of negative 
sequence voltage has been developed to address unbalance 
influence in PW voltage. The compensator of negative 
sequence voltage can output CW current commands in positive 
frame and negative sequence. The drawback of this strategy is 
the need to use the filter to extract the negative sequence 
component of PW voltage. In [16], the sensorless phase control 
has been proposed to reduce the unbalance of PW voltage, the 
major drawback of which is that an additional loop is used to 
adjust the phase angle, and consequently raises prospect of fault 
in compensation operation.  
Under nonlinear loads, the past literatures on BDFIG focus 
on the compensation for two significance values (i.e. odd 
harmonic 5th and 7th components). In [17], The coordinated 
compensation method through MSC and load-side converter 
(LSC) has been presented. The weight factor is adopted to 
realize the distributing contribution of harmonics compensation 
between MSC and LSC at the same time. The drawback of this 
strategy is the need of a filter to extract the 5th and 7th harmonic 
components. The design of the compensation method becomes 
more complicated due to the dependence on two converters to 
achieve the process of compensation. 
From aforementioned literatures, we can find that the 
common feature of all the compensation methods is the 
dependence on filters to extract the negative sequence 
component or 5th and 7th harmonic components, whether under 
unbalanced load or nonlinear load. Unfortunately, this may 
decrease the system response time, and increases P, PI or PIR 
controllers to complete the compensation process. In addition, 
the design methodology would be more complex and the system 
cost becomes very high. 
To overcome the aforementioned issues, this paper proposes 
the dual-resonant controller (DRC) in MSC to achieve 
compensation when the system is under nonlinear or 
unbalanced loads. The DRC composes of two resonant 
controllers which are called the unbalance resonant controller 
and the harmonics resonant controller, respectively. The 
advantages of applying DRC in the standalone BDFIG can be 
briefly summarized as follows: 
1) The filters to extract the negative sequence component or 
5th and 7th harmonic components can be removed. The 
numbers of PIR, P and PI controllers can be significantly 
reduced, leading to improve the system response. 
2) The design methodology of the DRC is easier and the 
computational burden can be decreased. 
3) The ability of working under unbalanced or nonlinear loads 
can be achieved. 
II. PERFORMANCE ANALYSIS OF BDFIG UNDER UNBALANCED 
AND NONLINEAR LOADS  
The speed of rotor of BDFIG can be clarified as 
 .                     (1) 
In the normal condition, the BDFIG mathematical model can 
be expressed as [18] 
   
                       (2) 
                            (3) 
( )r r r r p p r ru Ri s j p                   (4) 
p p p pr rL i M i                                      (5) 
c c c cr rL i M i                                      (6) 
r r r pr p cr cL i M i M i    .                       (7) 
A. Analysis Under Unbalanced Load 
Under the unbalanced load, the current, flux and voltage 
vectors can be split into the negative and positive components 
as follows: 
  
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From (8), the flux, voltage and current vectors of PW in the 
positive fundamental frame can be derived as 
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.                                (9) 
Substituting (9) into (2) and (5),  PW negative and positive 
sequences voltage equations in identical reference frames can be 
expressed as 
p p p p p pu R i s j  
   
                          (10) 
p p p p p pu R i s j  
   
      .                   (11) 
( ) / ( )r p c p cp p    
p p p p p pu R i s j    
c c c c c cu R i s j    
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By using the same method, the PW negative and positive 
sequences flux equations can be acquired by 
p p p pr rL i M i
  
                                  (12) 
p p p pr rL i M i
  
    .                                (13)  
The same procedure is used to acquire the negative and 
positive sequence flux and voltage equations of rotor and CW. 
Thus, under unbalanced loads, the BDFIG model can be divided 
into two combinations of equations as follows: 
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where (14) and (15) represent the mathematical equations of 
the positive and negative components, respectively. 
B. Analysis Under Three-Phase Nonlinear Load  
Under the three-phase nonlinear load, the current, flux and 
voltage can be split into the harmonics and positive 
fundamental component as follow [19] 
  

5 7
 7
6 6
5 7
5 7
 
5
 5 7  
th t
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.            (16) 
To obtain the mathematical equations of the BDFIG under 
nonlinear load, similar procedure, which is applied under 
unbalanced load analysis is adopted to derive the positive, 5th, 
and 7th components for flux and voltage equations of the rotor, 
PW and CW. Thus, under the three-phase nonlinear load, the 
BDFIG model can be divided into three sets of equations as 
follows: 
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where (17), (18) and (19) represent the mathematical equations 
of the positive, 5th harmonic, and 7th harmonic components, 
respectively. 
C. Analysis Under Single-Phase Nonlinear Load   
Under the single-phase nonlinear load, the most significant 
harmonics include the negative fundamental and positive third 
harmonics [20], [21]. Thus, the current, flux and voltage can be 
split into the third harmonic, the negative, and positive 
fundamental components as follows:  
  
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From (20), the voltage, current, and flux vectors of PW in 
the positive reference frame can be expressed as  
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By substituting (21) into (2) and (5), the PW positive, 
negative, and third harmonic voltage equations in the 
corresponding reference frames can be derived as 
p p p p p pu R i s j  
   
                   (22)  
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3 3 3 3
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Similarly, the PW positive, negative, and third harmonic flux 
equations can be obtained by 
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3 3 3p p p pr rL i M i   .                          (27)  
A similar procedure can also be employed to derive the 
positive fundamental, negative fundamental and third harmonic 
voltage and flux equations of the CW and rotor. Thus, under 
single-phase non-linear load, the BDFIG model can be divided 
into three sets of equations as follows:  
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               (30) 
where (28), (29), and (30) represent the mathematical equations 
of the positive fundamental, negative fundamental, and 3rd 
harmonic components, respectively.  
III. CONVENTIONAL CONTROL METHOD  
All conventional methods applied in the standalone mode 
focuses on treating the stability of PW voltage under the change 
of speed or load. The direct voltage control (DVC) as shown in 
Fig. 2 represents one of the most common methods in the 
standalone mode. The DVC is realized via setting *cqi  to zero. 
Therefore, the *cdi  is equal to the CW current amplitude. 
Therefore, the PW voltage amplitude is adjusted via CW 
current cdi . The actual PW voltage amplitude |Up| can be given 
by 
2 2
p pd pqU u u  .                           (31) 
To keep the PW voltage frequency at 50 Hz, the frequency of 
the CW should be varied immediately when the rotor speed 
varies [22]. 
 
 
Fig. 2. Conventional control scheme [20].  
IV. PROPOSED CONTROL METHOD  
The concept of the proposed methodology depends on the 
relation between the voltages of PW and CW derived from the 
BDFIG model as follow. 
In steady state, the differential terms are equal to zero, and 
the PW and CW voltage equations in (2) and (3) can be 
simplified to 
                              (32) 
c c c c cu R i j    .                         (33) 
Then, rearranging (32) and (5), the new expressions of PW 
flux and rotor current can be derived as 
( )/p p p p pu R i j                          (34) 
( ) /r p p p pri L i M  .                       (35) 
Substituting (34) into (35), the rotor current can be given by 
( ) / ( )p p p p p p
r
pr
u R i j L i
i
M
 
 .                  (36) 
Substituting (36) into (6), the CW flux can be obtained as 
p p p p pu R ji   
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( ) / ( )p p p p p p
c c c cr
pr
u R i j L i
L i M
M



 

.             (37) 
Substituting (37) into (33), the relation between CW voltage 
and PW voltage can be expressed as 
( ) / ( )
( )
p p p p p p
c c c c c c cr
pr
u R i j L i
u R i j L i M
M



  

.   (38) 
Hence, by neglecting the voltages drop of PW and CW, Eq. 
(38) becomes 
( / )c c cr p p pru j M u j M  .                   (39) 
From (39), the relation is linear between PW voltage and CW 
voltage. As a result, by adopting the similar mathematical steps 
introduced in (32)-(39), the comprehensive equations for a 
linear relation between the PW voltage and CW voltage under 
unbalanced load, three phase nonlinear load, and single phase 
nonlinear load can be obtained as follows:  
Postive Component
Negative Component
( / )
                ( ( ) )( / )
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.   (42) 
 
 
Fig. 3. Block diagram of the dual-resonant controller. 
Through this concept, the dual- resonant controller (DRC) 
shown in Fig. 3 is proposed to reduce the nonlinear and 
unbalance influences of PW voltage by generating the reference 
command of the CW voltage, which compensates the negative 
component, 3rd, 5th, and 7th harmonics through the machine side 
converter (MSC).  
 
Fig. 4. Overall control scheme.  
The DRC composes of two parts: unbalance resonant 
controller and the harmonics resonant controller. The unbalance 
resonant controller is responsible for compensating the 
unbalanced effect and third harmonic effect in PW voltage, 
which can be achieved by extracting the negative sequence 
component of PW voltage through setting the resonant 
frequency as 2ωp and tuning appropriate cut-off frequency ωc 
and resonant gain Kru to generating the new reference command 
of the CW voltage.  
The transfer function of the unbalance resonant controller 
can be expressed as 
                           (43) 
where Kru is the unbalance resonant gain. 
The harmonics resonant controller is required for minimizing 
the nonlinear influence in PW voltage, which can be carried out 
by extracting the 5th and 7th harmonics of PW voltage through 
choosing the resonant frequency as 6ωp and setting suitable cut-
off frequency ωc and resonant gain Krh to creating the new 
reference command of the CW voltage. The transfer function of 
the harmonics resonant controller can be clarified as 
                           (44) 
where Krh is the harmonics resonant gain.  
From (43) and (44), the transfer function of DRC can be 
given by 
2 22 (2 )
ru c
Ru
c p
K s
G
s s

 

 
2 22 (6 )
rh c
Rh
c p
K s
G
s s

 

 
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 .      (45) 
Fig. 4 depicts the overall control scheme with DRC in the 
system.  
V. SIMULATION RESULTS 
The MATLAB/Simulink program is adopted for simulation 
of the proposal controller. For the unbalanced situation, the 
resistance of 12 Ω which is linked between phases b and c is 
adopted to achieve a single-phase load. This type of load 
provides a significantly unbalanced influence in the system.  
For the nonlinear case, the nonlinear load is a diode bridge 
with a resistor of 25 Ω in the dc side, this value of the resistor 
in the dc side gives a high effect of nonlinear in PW voltage. 
Consequently, when minimizing the undesirable effects of PW 
voltage, this gives much confidence of the proposed method. 
Table I shows the list of parameters details which is used in the 
platform. A constant speed of 675 rpm is adopted for all tests. 
Firstly, under unbalanced situation, Fig. 5. shows the 
comparison between the conventional control strategy and 
proposed control strategy. The conventional strategy fails to 
address the unbalanced influence in the PW voltage. Thus, the 
amount of PW voltage amplitude in the negative sequence reach 
an average value of around 60 V, which can be calculated by 
2 2( ) ( )p pd pqU u u
  
    .                          (46) 
The proposed method succeeds to reduce the unbalanced 
influence in PW voltage. Therefore, the PW voltage amplitude 
in the negative sequence is significantly reduced to an average 
value 10 V. As a result, the distortion of CW current with 
proposed strategy becomes larger than that with the 
conventional strategy. 
2 2 2 22 (2 ) 2 (6 )
ru c rh c
DRC
c p c p
K s K s
G
s s s s
 
   
 
   
           
                                             (a1)                                                                                  (b1)                                                                                    (c1)                                                                       
                           
                                             (a2)                                                                                  (b2)                                                                                     (c2)                                               
Fig. 5. Simulation results with single-phase load at 675 rpm (subscripts 1and 2 represents the conventional and proposed strategy respectively). (a) PW voltage. (b) CW 
current. (c) PW voltage amplitude in negative sequence. 
 
            
                                             (a1)                                                                                  (b1)                                                                                       (c1)                                                        
                           
                                             (a2)                                                                                  (b2)                                                                                       (c2)                                              
                                               
                             (d1)                                                                                              (d2) 
                                                                                                                                                                                    
Fig. 6. Simulation results with nonlinear load at 675 rpm (subscripts 1and 2 represents the conventional and proposed strategy respectively). (a) PW voltage. (b) CW 
current. (c) PW phase voltage amplitude of the 5th and 7th harmonics. (d) THD of PW voltage. 
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Secondly, under nonlinear situation, Fig. 6 illustrates a 
comparison of the results between the proposed strategy and the 
conventional strategy. The conventional strategy cannot treat 
the nonlinear effect in the PW voltage. Thus, the amount of the 
amplitudes of the PW voltage in 5th and 7th harmonics are 
increased to 29 V and 17 V, respectively, which can be obtained 
as 
5 5 2 5 2
5 5 5( ) ( )p pd pqU u u  .                          (47) 
7 7 2 7 2
7 7 7( ) ( )p pd pqU u u  .                          (48) 
The proposed method succeeds to minimize the nonlinear 
effect in the PW voltage. Therefore, the PW voltage amplitudes 
in 5th and 7th harmonics are significantly decreased and reach an 
average value of 3 V and 2 V, respectively. Consequently, the 
distortion of the CW current with the proposed strategy is 
severer than that with the conventional strategy. Figs. 6(d1) and 
(d2) show the total harmonic distortion (THD) of the PW 
voltage. With the conventional strategy, the THD reaches 
17.15%. Fortunately, it can be decereased to 6.06% with the 
proposed strategy. 
The third simulation is carried out to check the dynamic 
performance of the proposed method under the variable speed 
from the sub- to super-synchronous speed. The corresponding 
simulation results are shown in Fig.7. The BDFIG is started 
under the three-phase unbalanced and nonlinear loads and at the 
sub-synchronous speed of 675 rpm with the proposed method. 
To evaluate the dynamic performance, the rotor accelerates 
from sub-synchronous speed 675 rpm at 0.2 s to super-
synchronous speed 875 rpm at 0.7 s. As it can be seen from 
Fig.7, the proposed control method maintains the balanced and 
linear PW voltage during the speed variation.   
 
TABLE I 
PARAMETERS OF BDFIG 
PARAMETER VALUE PARAMETER VALUE 
Rotor type Wound rotor Speed range 
600 ~1200 
rpm 
Lp 0.47492 H 
PW rated 
voltage 
380 V 
Lc 0.032156 H 
PW rated 
current 
45 A 
Lr 0.22523 H PW pole pairs 1 
Lpr 0.30685 H CW pole pairs 3 
Mcr 0.025840 H 
CW voltage 
range 
0~350 V 
Rc 0.26803 Ω 
CW current 
range 
0~60 A 
Rp 0.40335 Ω Capacity 30 kVA 
Rr 0.33385 Ω   
VI. EXPERIMENTAL RESULTS 
A. Experimental Setup 
The experimental setup, which is shown in Fig.8, includes 
four main parts; a 30 kVA BDFIG, a three-phase 37 kW 
induction motor, back-to-back converter, and load box.  
 
 
 
For unbalanced situation, the resistor of 12 Ω is linked 
between phases b and c to achieve a single-phase load; this type 
of load provides a great amount of unbalanced influence in the 
system. For the nonlinear case, the resistor of 25 Ω connected 
with a diode bridge is adopted to achieve a three phase 
nonlinear load. 
 
Fig. 7. Simulation results with a three-phase unbalanced and nonlinear loads 
under the variable rotor speed. (a) PW line voltage. (b) CW phase current. (c) 
PW voltage amplitude in negative sequence. (d) PW voltage amplitude of 5th 
and 7th harmonics. 
 
 
Fig. 8. Photograph of the experimental test platform.  
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For unbalanced and nonlinear loads, the unbalanced load is a 
three-phase unbalanced load (25 Ω, 50 Ω, and 50 Ω in the three 
phases), and the nonlinear load is a diode bridge with a resistor 
of 25 Ω in the dc side.  
For unbalanced nonlinear load, this situation is realized via 
adopting a single-phase diode rectifier with a resistor of 25 Ω 
in the dc side. Table I shows the list of parameter details, which 
are used in the platform. The constant speed of 675 rpm is 
adopted for all tests.  
B. Results Under Unbalanced Loads 
Under the unbalanced case, Fig. 9. presents results of the 
proposed method, which are similar to simulation results 
presented in Fig. 5. This indicates the effectiveness of the 
proposed method. 
Fig. 10 shows another test that is adopted to check the 
dynamic performance of the proposed strategy. The BDFIG 
starts with the conventional strategy, and it fails to address the 
unbalanced influence in the PW voltage.  
Thus, the amount of PW voltage amplitude in the negative 
sequence can reach an average value of 60 V. At 1.16 s, the 
proposed DRC strategy is activated in the system. PW voltage 
amplitude in negative sequence is significantly reduced from 60 
V to 22 V within 0.05 s. Thus, the unbalance influence of PW 
voltage is greatly minimized with good dynamic performance 
of the DRC. 
C. Results Under Three Phase Nonlinear Loads 
Under the nonlinear situation, Fig. 11. demonstrates 
experimental results of the proposed method, which are similar 
to simulations as shown in Fig. 6. This presents the 
effectiveness of the proposed method.  
Fig. 12 illustrates another experiment used to test the 
dynamic operation of proposed method. The BDFIG begins 
with the conventional strategy. Consequently, the amount of the 
amplitudes of the PW voltage in 5th and 7th harmonics are 
increased to the average values of 32 V and 17 V, respectively. 
At 0.7 s, the proposed DRC strategy is started in the system. 
The amplitudes of PW voltage in 5th and 7th harmonics are 
significantly decreased from 32 V and 17 V to 7 V within 0.2 s. 
Thus, the nonlinear effect of the PW voltage can be significantly 
decreased and achieved with good dynamic operation of the 
DRC.  
 
 
Fig. 10. Experimental dynamic performance test with the single-phase load at 
675 rpm. (a) PW voltage. (b) CW current. (c) PW voltage amplitude in negative 
sequence. 
D. Results Under Unbalanced and Nonlinear Loads 
Both unbalanced and nonlinear loads are applied at the same 
time. The unbalanced load is a three-phase unbalanced load (25 
Ω, 50 Ω, and 50 Ω in the three phases), and the nonlinear load 
is a diode bridge with a resistor of 25 Ω in the dc side with the 
reference value of PW voltage 173V. From Fig. 13, the BDFIG 
works under unbalanced and nonlinear loads at the same time. 
The BDFIG starts to work with the conventional strategy. As a 
result, both the unbalance effect and nonlinear effect exist in 
PW voltage, which is very clear in Fig. 13(d). The THD of PW 
voltage reaches 12.12% as shown in Fig. 13(f), and the 
amplitude of negative sequence component reaches around 17 
V. At 3.7 s, the proposed method is activated. As a result, both 
undesirable effects of PW voltage are reduced as shown in Fig. 
13(e), which makes the PW voltage more balanced and 
     
)1(c                     )                                                              1(b                                                                                  )1(a                                             
     
                                             (a2)                                                                                  (b2)                                                                                   (c2)                                                             
Fig. 9. Experimental results with single-phase load at 675 rpm (subscripts 1and 2 represent the conventional and proposed strategy respectively). (a) PW voltage. (b) CW 
current. (c) PW voltage amplitude in negative sequence. 
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sinusoidal. The THD of PW voltage is reduced from 12.12% to 
4.7% as shown in Fig. 13(g), and the amplitude of negative 
sequence component is reduced from around 17 V to 5 V. 
E. Results Under Unbalanced Nonlinear Load 
In this experiment, the BDFIG works under unbalanced 
nonlinear load, this situation is realized via adopting a single-
phase diode rectifier with a resistor of 25 Ω at the dc side with 
the reference value of PW voltage 173V. From Fig. 14, the 
BDFIG starts to work under the proposed strategy. The 
amplitude of the negative sequence component reaches around 
35 V, and the THD of the PW line voltage reaches 2.11%. From 
3.05 s, the system works under the conventional strategy. The 
amplitude of the negative sequence component increases 
immediately to around 80 V, and the THD of the PW line 
voltage reaches to 6.43%.  
VII. CONCLUSION  
In general, the standalone BDFIG is sensitive to unusual load 
conditions. The unbalanced and nonlinear loads can cause 
significant unbalance and distortion for PW voltage. To 
overcome of this issue, the DRC-based control method in MSC 
is proposed to compensate the unbalanced and distorted PW 
voltage at the same time. In comparison with the previous 
methods, the proposed method is without any filter for 
extracting the negative-sequence and harmonic components, 
and can significantly reduce the numbers of PIR, P and PI 
controllers to enhance the system response. In addition, the 
design methodology of the DRC is easier and the computational 
burden can be decreased. Satisfactory simulation and 
 
Fig. 12. Measured dynamics with nonlinear load at 675 rpm. (a) PW voltage.  
(b) CW current. (c) PW phase voltage amplitude in 5th and 7th harmonics.  
 
 
            
                                             (a1)                                                                                  (b1)                                                                                       (c1)                                                                                                                                                           
                           
                                             (a2)                                                                                  (b2)                                                                                       (c2)                                              
                                                     
                             (d1)                                                                                              (d2) 
Fig. 11. Experimental results using nonlinear load at 675 rpm (subscripts 1and 2 represent the conventional and proposed strategy respectively). (a) PW voltage. (b) CW 
current. (c) PW phase voltage amplitude in 5th and 7th harmonics. (d) THD of PW voltage.  
. 
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experiments can be achieved when the BDFIG in the standalone  
mode works under four kinds of typical loads (i.e., unbalanced 
load, nonlinear load, unbalanced and nonlinear loads, and 
unbalanced nonlinear load), which verifies the effectiveness of 
the proposed method.  
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